
Setting up OPC UA on Simatic S7-1200
Accessing data by enabling the integrated OPC UA Server
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Requirements

TIA > v16
PLC Firmware 

> v4.4
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Check firmware and download image from web

• Example – firmware image for PLC S7-1212C AC/DC/Rly: 
https://support.industry.siemens.com/cs/document/107539957/firmware-update-f%C3%BCr-
cpu-1212c-ac-dc-relais-8di-6do-2ai

• Online Access

• Select network adapter

• Accessible device (xxx.xxx.xxx.xxx)

• Online & diagnostics

• Check firmware
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Download Firmware onto PLC
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Validate installed firmware
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Set new firmware version in TIA project (1/2)

TIA v16 required to set firmware > v4.4 
for project
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Set new firmware version in TIA project (2/2)
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OPC UA settings available in device properties
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